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For the Bid of 

 
Powell Station Maintenance Building 

Milepost 162.5 Hwy 12 
Powell Station, Idaho 83539 

4/17/2023 
 
 

From:   Miller Stauffer Architects  
  601 E. Front Ave. Suite 201 
  Coeur d'Alene, ID 83814 
  Ph (208) 664-1773 
  Fax (208) 667-3174 
  Website: www.millerstauffer.com 
 
T.O.   ALL PLAN HOLDERS 
 
This Addendum consists of 02 pages of Addenda, plus 2 page of revised or new construction 
drawings, and 00 pages of revised specifications. 
 
Important: Bidders must acknowledge receipt of this addendum as well as all other issued 
addenda on the Form provided with the Contract Documents, which must be utilized by bidder for 
bid to be considered responsive. Failure to do so may subject bidder to disqualification. 
 
 

1. General 
a. Bateman-Hall has an 8k telehandler on sight for subcontractor use. Anything 

beyond the 8k capacity will require subcontractor to provide.  
b. The following link can be used to view the teleconference bid opening for the 

Powell Maintenance Building. 2pm MST/1pm PST on April 18, 2023: 
https://www.microsoft.com/en-us/microsoft-teams/join-a-meeting 
 Meeting ID: 271 127 273 302 
 Passcode: fmM338 

2. Drawings 
a. Clarifications 

i. Civil 0.0 General Civil Information 
1. Contractor is to be Bateman-Hall Construction, 1405 Foote Drive, 

Idaho Falls, ID 83402. Contact: Todd Gray, Phone (208) 523-2681. 
ii. A5.3 Door Schedule and Types 

on site
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1. Doors 103-1 and 109-1 are to be aluminum frames with wood 
doors. 

b. Additions  
i. None 

c. Deletions 
i. None  

d. Revisions 
i. None 

e. Substitutions 
i. None 

 
 

3. Specifications 
a. Clarifications  

i. None  
b. Additions  

i. None  
c. Deletions 

i.  None  
d. Revisions 

i. None 
e. Substitutions  

i. None 
 
END OF ADDENDUM #2 



VICINITY MAP

ITD POWELL STATION - PHASE 1
EQUIP. SHED WATER

 112 LOCHSA ROAD
 IDAHO COUNTY, IDAHO
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BATEMAN-HALL, INC.



1 3/4" ALUM. STOREFRONT 
EXTERIOR SWING ALUM. DOOR

THERMALLY BROKEN FRAME
GRAY TINTED LOW-E GLAZING

TYPE "I"
1 3/4" ALUM. STOREFRONT 

INTERIOR SWING DOOR
CLEAR GLAZING

TYPE "II"
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1 3/4" SOLID CORE
WOOD DOOR

W/ VISION PANEL
HOLLOW METAL FRAME

TYPE "VIII"
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1 3/4" HOLLOW METAL DOOR
W/ VISION PANEL

HOLLOW METAL FRAME

TYPE "V"
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1 3/4" INSULATED 
HOLLOW METAL DOOR

W/ VISION PANEL
THERMALLY BROKEN

HOLLOW METAL FRAME

TYPE "IV"
DBL1 3/4" HOLLOW METAL DOOR

HOLLOW METAL FRAME

TYPE "VII"

1 3/4" HOLLOW METAL DOOR
HOLLOW METAL FRAME

TYPE "X"
OVERHEAD INSULATED 
SECTION PANEL DOOR
W/ VISION WINDOWS

TYPE "XI"

1 3/4" ALUM. STOREFRONT 
INTERIOR FLUSH WOOD 

SWING DOOR

TYPE "III"
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No. Description Date
1 Revision 1 Date 1

DOOR SCHEDULE

TAG TYPE
DOOR FIRE

RATING HARDWARE
FRAME

REMARKSDoor Size [WxH(T)] MAT FIN MAT FIN JAMB HEAD
101-1 I 3' - 0" x 7' - 0" x 1 3/4" ALUM. CLEAR 0 HRS A ALUM. CLEAR 8B-8C/A5.4 8A/A5.4
101-2 V 3' - 0" x 7' - 0" x 1 3/4" HM PAINT 90 MIN C HM PAINT 1B+1C/A5.4 1A/A5.4
101-3 II 3' - 0" x 7' - 0" x 1 3/4" ALUM. CLEAR 0 HRS J ALUM. CLEAR 9B/A5.4 9A/A5.4
102-1 VIII 3' - 0" x 7' - 0" x 1 3/4" WD STAIN 0 HRS D HM PAINT 2B/A5.4 2A/A5.4
103-1 III 3' - 0" x 7' - 0" x 1 3/4" WD CLEAR 0 HRS D ALUM. CLEAR 9B/A5.4 9A/A5.4
104-1 IX 3' - 0" x 7' - 0" x 1 3/4" WD STAIN 0 HRS E HM PAINT 2B/A5.4 2A/A5.4
105-1 IX 3' - 0" x 7' - 0" x 1 3/4" WD STAIN 0 HRS E HM PAINT 2B/A5.4 2A/A5.4
106-1 V 3' - 0" x 7' - 0" x 1 3/4" HM PAINT 90 MIN I HM PAINT 1B+1C/A5.4 1A/A5.4
107-1 I 3' - 0" x 7' - 0" x 1 3/4" ALUM. CLEAR 0 HRS J ALUM. CLEAR 8B-8C/A5.4 8A/A5.4
107-2 II 3' - 0" x 7' - 0" x 1 3/4" ALUM. CLEAR 0 HRS B ALUM. CLEAR 9B/A5.4 9A/A5.4
108-1 IX 3' - 0" x 7' - 0" x 1 3/4" WD STAIN 0 HRS G HM PAINT 2B/A5.4 2A/A5.4
109-1 III 3' - 0" x 7' - 0" x 1 3/4" WD CLEAR 0 HRS D ALUM. BLACK 9B/A5.4 9A/A5.4
110-1 IX 3' - 0" x 7' - 0" x 1 3/4" WD STAIN 0 HRS G HM PAINT 2B/A5.4 2A/A5.4
111-1 VIII 3' - 0" x 7' - 0" x 1 3/4" WD STAIN 0 HRS D HM PAINT 2B/A5.4 2A/A5.4
111-2 VIII 3' - 0" x 7' - 0" x 1 3/4" WD STAIN 0 HRS B HM PAINT 2B/A5.4 2A/A5.4
112-1 I 3' - 0" x 7' - 0" x 1 3/4" ALUM. CLEAR 0 HRS A ALUM. CLEAR 8B-8C/A5.4 8A/A5.4
112-2 II 3' - 0" x 7' - 0" x 1 3/4" ALUM. CLEAR 0 HRS J ALUM. CLEAR 9B/A5.4 9A/A5.4
114-1 XI 20' - 0" x 14' - 0" x 3" INSUL STL PAINT 0 HRS K STL. FF 1B+1C/A5.5 1A/A5.5
114-2 XI 20' - 0" x 14' - 0" x 3" INSUL STL PAINT 0 HRS K STL. FF 1B+1C/A5.5 1A/A5.5
115-1 XI 20' - 0" x 14' - 0" x 3" INSUL STL PAINT 0 HRS K STL. FF 1B+1C/A5.5 1A/A5.5
115-2 XI 20' - 0" x 14' - 0" x 3" INSUL STL PAINT 0 HRS K STL. FF 1B+1C/A5.5 1A/A5.5
116-1 XI 20' - 0" x 14' - 0" x 3" INSUL STL PAINT 0 HRS K STL. FF 1B+1C/A5.5 1A/A5.5
116-2 XI 20' - 0" x 14' - 0" x 3" INSUL STL PAINT 0 HRS K STL. FF 1B+1C/A5.5 1A/A5.5
116-3 IV 3' - 0" x 7' - 0" x 1 3/4" HM PAINT 0 HRS B HM PAINT 3B+3C/A5.4 3A/A5.4
116-4 IV 3' - 0" x 7' - 0" x 1 3/4" HM PAINT 0 HRS B HM PAINT 3B+3C/A5.4 3A/A5.4
117-1 VI 3' - 0" x 7' - 0" x 1 3/4" HM PAINT 0 HRS G HM PAINT 5B/A5.4 5A/A5.4
118-1 VI 3' - 0" x 7' - 0" x 1 3/4" HM PAINT 0 HRS G HM PAINT 5B/A5.4 5A/A5.4
119-1 X 3' - 6" x 7' - 0" x 1 3/4" HM PAINT 90 MIN H HM PAINT 4B+4C/A5.4 4A/A5.4
120-1 VII 6' - 0" x 7' - 0" x 1 3/4" HM PAINT 0 HRS L HM PAINT 5B/A5.4 5A/A5.4
121-1 V 3' - 0" x 7' - 0" x 1 3/4" HM PAINT 90 MIN I HM PAINT 4B+4C/A5.4 4A/A5.4
123-1 XI 20' - 0" x 14' - 0" x 3" INSUL STL PAINT 0 HRS K STL. FF 2B+1C/A5.5 2A/A5.5
123-2 IV 3' - 0" x 7' - 0" x 1 3/4" HM PAINT 0 HRS B HM PAINT 6B+3C/A5.4 6A/A5.4
123-3 IV 3' - 0" x 7' - 0" x 1 3/4" HM PAINT 0 HRS B HM PAINT 6B+3C/A5.4 6A/A5.4
123-4 XI 20' - 0" x 14' - 0" x 3" INSUL STL PAINT 0 HRS K STL. FF 2B+1C/A5.5 2A/A5.5

DOOR HARDWARE
GROUP DESCRIPTION LOCKSET DEADBOLT

ELECTRIC
STRIKE HINGES CLOSER

FLOOR / HEAD
BOLT ASTRAGAL

REMOVABLE
MULLION PANIC THRESHOLD

HOLD
OPEN

DOOR
STOP WEATHERSTRIP SMOKE SEAL

ACOUSTICAL
SEAL

DOOR
SWEEP REMARKS

A EXTERIOR EGRESS DOOR WITH ENTRY LOCKSET AND PADDLE PANIC HARDWARE ENTRY N/A No BALL BEARING Yes No No No Yes Yes CLOSER CLOSER Yes No No Yes PADDLE PANIC HARDWARE
B EXTERIOR EGRESS DOOR WITH ENTRY LOCKSET AND CRASH BAR PANIC HARDARE ENTRY N/A No BALL BEARING Yes No No No Yes Yes CLOSER CLOSER Yes No No Yes CRASH BAR PANIC HARDWARE
C INTERIOR EGRESS DOOR WITH ENTRY LOCKSET AND CRASH BAR PANIC HARDARE ENTRY N/A No BALL BEARING Yes No No No Yes Yes N/A CLOSER No Yes No Yes CRASH BAR PANIC HARDWARE
D INTERIOR DOOR WITH ENTRY LOCKSET & ACOUSTICAL SEALS ENTRY N/A No BALL BEARING Yes No No No No No CLOSER CLOSER No No Yes Yes
E RESTROOM DOOR PASSAGE OCCUPANCY No BALL BEARING Yes No No No No No CLOSER CLOSER No No No No PROVIDE HM DOOR FRAME BUMPERS
G INTERIOR STORAGE ROOM WITH STORAGE LOCKSET STORAGE N/A No BALL BEARING Yes No No No Yes No CLOSER CLOSER No No No No
H INTERIOR STORAGE ROOM WITH STORAGE LOCKSET & SMOKE SEALS STORAGE N/A No BALL BEARING Yes No No No No Yes N/A CLOSER No Yes No Yes
I INTERIOR EGRESS DOOR WITH PASSAGE LOCKSET & SMOKE SEALS PASSAGE N/A No BALL BEARING Yes No No No Yes No N/A CLOSER No Yes No Yes
J INTERIOR EGRESS DOOR WITH PASSAGE LOCKSET & ACCOUSTICAL SEALS PASSAGE N/A No BALL BEARING Yes No No No Yes No CLOSER CLOSER No No Yes Yes PADDLE PANIC HARDWARE
K OVERHEAD SECTIONAL DOOR W/ AUTOMATIC DOOR OPENER W/ FULL SAFETY CURTAIN N/A N/A No N/A No No No No No No N/A N/A Yes No No No PROVIDE AUTOMATIC DOOR OPENER, FULL SAFETY CURTAIN, 3 BUTTON CONTROL
L DOUBLE STORAGE DOOR STORAGE N/A No BALL BEARING Yes Yes Yes No No No CLOSER CLOSER No No No No

3/8" = 1'-0"

DOOR TYPES
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